one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch
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one foot

2 3 4 6 7 9
PREFINISHED METAL PREFINISHED METAL
EPDM ROOFING MEMBRANE WALL COPING EPDM ROOFING MEMBRANE WALL COPING
TO CONTINUE UP AND TO CONTINUE UP AND
OVER 2X TREATED WOOD OVER 2X TREATED WOOD TCH WALL
BLOCKING. BLOCKING. %oP\NG-
TOP OF FRAMING - TOP OF FRAMING
EL. 678’ —6" 4 EL. 678 —6"
ROOF CONSTRUCTION. ROOF CONSTRUCTION. ; T
2X TREATED WOOD 2X TREATED WOOD
SEE WALL SECTIONS. BLOCKING & TAPERED SEE WALL SECTIONS. BLOCKING & TAPERED
FIREBOARD \ FIREBOARD
CONTINUOUS SEALANT — CONTINUOUS SEALANT —
TYP. BOTH SIDES. TYP. BOTH SIDES.
ROOF DECK/2ND FL. F.F.E. $ ROOF DECK/2ND FL. F.F.E.
EL. 677 =3 1/2" ] EL. 677 =3 1/2"
o
|
2” RIGID INSULATION OVER | ——— 2" RIGID INSULATION OVER
\ / \ SPRAY—APPLIED AIR & VAPOR ’ \ / \ L — SPRAY—APPLIED AIR & VAPOR
0 BARRIER 1/2” EXTERIOR WALL - | BARRIER 1/2” EXTERIOR WALL
SHEATHING ON 6” METAL R SHEATHING ON 6” METAL
STUDS. T STUDS.
METAL PANEL FASCIA & SOFFIT METAL PANEL FASCIA & SOFFIT
WITH CONCEALED FASTENERS WITH CONCEALED FASTENERS
OVER 1/2" EXTERIOR GRADE OVER 1/2" EXTERIOR GRADE
SHEATHING OVER 6” STEEL SHEATHING OVER 6” STEEL
STUDS. K STUDS.
= e /
[\ e = /2
\
STAINLESS STEEL THROUGH STAINLESS STEEL THROUGH
FLASHING W/ DRIP EDGE. e FLASHING W/ DRIP EDGE.
CONT. SEALANT (TYP) \\ CONT. SEALANT (TYP)
STEEL BEAM WITH ‘ | I STEEL BEAM WITH
SPRAY—APPLIED FIRE - SPRAY—APPLIED FIRE
PROOFING T PROOFING
I — (2) BRICK SOLDIER COURSES
BRICK VENEER WALL CONSTRUCTION:
— 4” FACE BRICK VENEER EG’C’Q CRATE PVC WEEPS @
T L s L mec
_ AR SPACE STAINLESS STEEL FLASHING
— 2" RIGID INSULATION W/ DRIP EDGE.
— SPRAY APPLIED AR &
VAPOR BARRIER STEEL ANGLE
— 1/2" EXTERIOR SHEATHING TYPE G—=3 GLAZING WITH
— 6" METAL STUDS W/INSULATION INSULATED LAMINATED GLASS.
DETAIL @ WALL COPING L _ 5/8" GYPSUM BOARD DETAIL @ WALL COPING ?cEESCGHLI:%LlJI\II_E:. SPECIFICATIONS
SCALE: 1-1/2" = 1'-0" SCALE: 1-1/2" = 1'-0"
CT) @ PREFINISHED METAL s
WALL COPING -
| . TOP_OF COPING / | REMOVE PORTION OF
CONTINUOUS BACKER \:\ EL. 678 —-8" EXISTING WALL PANELS, | EXISTING EXTERIOR
ROD & SEALANT \ ! EXISTING WINDOW UNIT FURRING CHANNELS & WALL PANEL TO
| TO REMAIN PROVIDE NEW INSULATION TO REMAIN. | ACCOMMODATE NEW
ATTACH TERMINATION BAR | TREATED WOOD 2X'S TO | ROOF CONSTRUCTION.
TO EXISTING PRECAST | EXTEND HEIGHT OF -
PANEL - EXISTING WALL PARAPET. |
| . | CONSTRUCTION EXISTING ROOF EXISTING MASONRY !
PREFINISHED METAL COUNTER ! TO REMAIN CONSTRUCTION TO REMOVE EXISTING WALL CONSTRUCTION
FLASHING. OVERBEND TQ SET REMAIN. METAL COPING & TO REMAIN. | b D SHEET METAL
FIRMLY AGAINST FLASHING. | CLEATS. |
1”7 HEM AT BOTTOM. ! ' TERMINATION BAR
1/2 EXTERIOR ! ROOF DECK/2ND FL. F.F.E. WATER CUT=OFF MASTIC
WALL SHEATHING | EL 677-3 1/2°
EXPANSION JOINT GOVER | ‘ PREFINISHED SHEET METAL
COUNTERFLASHING
MEMBRANE FLASHING ! ROOF CONSTRUCTION. SEE
RALRIALL el | EXISTING FLOOR WALL SECTIONS.
| CONSTRUCTION TO m
ROOF CONSTRULTION. ' REMAIN !l I\R/IEM,SIY Ecgéﬁgmg
SEE WALL SECIONS. | I CLEATS
i I
; ee
| $ ROOF DECK/2ND FL. F.F.E. H ROOF DECK/2ND FL. F.F.E.
| p EL. 677 -3 1/27 1 STEEL BEAMS WITH EL. 677 -3 1/2”
i ¥ SPRAY—APPLIED FIRE
. ” PROOFING ROOF CONSTRUCTION. SEE
— \ / \ /— \ I WALL SECTIONS.
I
I
I
I
I
I
I
I
I
l
1
! STEEL BEAMS WITH
H SPRAY—APPLIED FIRE
1 PROOFING
I
H REMOVE EXISTING REMOVE EXISTING
STEEL BEAMS WITH i EXTERIOR WALL EXTERIOR WALL
SPRAY—APPLIED FIRE I PANELS, STEEL PANELS, STEEL
PROOFING H FURRING CHANNELS FURRING CHANNELS
i & INSULATION. & INSULATION.
=1
/N
X1 NEW WALL FURRING
NEW FURRED WALL _3; CONSTRUCITON. SEE
el REMOVE EXISTING WALL TYPES.
CONSTRUCTION. STOREFRONT WINDOW
SEE WALL TYPES.
& FRAMING
NEW INFILL WALL
CONSTRUCITON. SEE
WALL TYPES.
DETAIL @ EXISTING EXTERIOR WALL DETAIL @ EXISTING EXTERIOR WALL
EXISTING CEILING
SCALE: 1-1/2" = 1'-0" FINISHES TO REMAIN. NEW CEILING FINISH SCALE: 1-1/2" = 1'-0"
AS SCHEDULED.
DETAIL @ EXISTING EXTERIOR WALL
SCALE: 1-1/2" =
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